8.14 WATER RESOURCES

Figure 8.14-1b. Water Balance: Maximum Daily

SERVICE/FIRE
DELTA-MENDOTA 52 1 | WATER STORAGE
CANAL i TANK
(200,000 GAL)
51 NaOH 0
Dosing (10)
4 » RO PRODUCT 50 FIRE
RO SYSTEM —»>| STORAGE TANK v —
(10,000 GAL)
7
0 50 EVAPORATION 0
8 (50) (10)
DEMINERALIZER EVAPORATIVE 49 PLANT &
(PORTABLE) COOLER EQUIPMENT DRAINS
0 0
(50) 1 (10)
RECYCLED OIL
CTG WASH STORAGE TANK [« RECYCLE OlL S%"I;AIWR);TI'EOTQ WATER
(100 GALLONS)
: |
(50) .~ 0
v (10)
WATER WASH
0 HAULED 9
——
DRAINS TANK (50) OFFSITE HAULED OFFSITE
(ONE PER CT6) WASTEWATER
7
RECOVERY
SYSTEM (%)
2
v
WASTEWATER
STORAGE TANK [«
(10,000 GALLONS)
2
BOTTLED 1 POTABLE WATER 1 N 1 TILE FIELD (12)
WATER SYSTEM SEPTICTANK ——»
HAULED OFFSITE
* -- WASTEWATER RECOVERY SYSTEM INCLUDES WATER SOFTENING, FILTRATION,
AND REVERSE OSMOSIS SYSTEMS.
NOTE: COMBUSTION TURBINE FUEL NATURAL GAS | TURBINE TYPE GE 7EA GWF ENERGY LLC Project Drawing | Rev
1. FLOWS ARE IN GALLONS PER MINUTE (gpm). LOAD FACTOR 100% HEAT BALANCE CASE 4 TRACY PEAKER PROJECT 069389.0 WMB-1 E
2. PEAK INSTANTANEOUS FLOWS ARE SHOWN AVE. DRY BULB TEMP (F) 98 COMB. TURBINE EVAP. COOLING ON PRELIMINARY
IN PARENTHESES. RELATIVE HUMIDITY 24% COMB. TURBINE STEAM AUG. OFF WATER MASS BALANCE FIGURE 8.14-1b
3. FLOWS ARE PEAK DAILY AVERAGE. TURBINE CONFIGURATION 28SC UNITS DUCT FIRING OFF MAXIMUM
Tracy Peaker Project AFC 8.14-24 August 2001
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